
EPDM FLASHING
MEMBRANE

PREFINISHED GALVANIZED
METAL FLASHING
FASTENED @ 4" OC

2x6 FIRE TREATED WOOD
NAILERS

1" RIGID INSULATION

(2) LAYERS 1/2" TYPE
"X" GYPSUM BOARD

LIGHT GAUGE METAL
FRAMING

EIFS OVER 1" RIGID
INSULATION

LIGHT GAUGE METAL
FRAMING

STEEL TUBE - SEE
STRUCTURAL

METAL ROOF DECK - SEE
STRUCTURAL

(2) LAYERS 1/2" TYPE "X"
GYPSUM BOARD

VAPOR RETARDER

SLOPED INSULATION

RECOVERY BOARD

EPDM ROOFING
MEMBRANE

LAP SEALANT

VAPOR RETARDER

7
"

8
"

(2) LAYERS 1/2" TYPE"X"
GYPSUM BOARD

LIGHT GAUGE METAL STUD
FRAMING

SUSPENDED ACOUSTICAL
CEILING SYSTEM

BACKER ROD AND SEALANT

STOREFRONT SYSTEM W/
INSULATED GLAZING

FIBERGLASS BATT
INSULATION

5/8" EXTERIOR
GYPSUM SHEATHING

1" RIGID INSULATION

LIGHT GAUGE METAL
STUD FRAMING

(2) LAYERS 1/2" TYPE
"X" GYPSUM BOARD

EIFS OVER 1" RIGID
INSULATION

BACKER ROD AND
SEALANT

VAPOR RETARDER
5"3"

TREATED WOOD BLOCKING

V
IF

1
'-
5
 1

/4
"

INSULATED PRE-CAST
CONCRETE PANEL

STAINLESS STEEL
REGLET - PRE-CASTOR
TO CAST INTO PANEL

STAINLESS STEEL
COUNTER FLASHING

VAPOR RETARDER -
TURN UP PRE-CAST
WALL AS SHOWN

FLASHING MEMBRANE

BONDING ADHESIVE

1/2" TREATED PLY-WOOD

BATTEN BAR FASTENED
AT 12" OC

TAPERED
INSULATION SYSTEM

RECOVERY BOARD

1'-0" 5"

3 5/8" 1'-9 5/8"

EPDM FLASHING
MEMBRANE

2x6 FIRE TREATED WOOD
NAILERS

2" RIGID INSULATION

PRE-FINISHED GALVANIZED
METAL FLASHING
FASTENED @ 4" OC

EIFS OVER 1" RIGID
INSULATION

(2) LAYERS TYPE "X"
GYPSUM BOARD

LIGHT GAUGE METAL
STUD FRAMING

LAP SEALANT

EPDM ROOFING
MEMBRANE

RECOVERY BOARD

SLOPED RIGID
INSULATION

VAPOR
RETARDER

(2) LAYERS TYPE "X"
GYPSUM BOARD

METAL ROOF DECK -
SEE STRUCTURAL

STEEL TUBE - SEE
STRUCTURAL

(2) LAYERS TYPE "X"
GYPSUM BOARD

SUSPENDED ACOUSTICAL
CEILING SYSTEM

BACKER ROD AND
SEALANT - CONTINUOUS
BOTH SIDES

ALUMINUM STOREFRONT
SYSTEM WITH INSULATED
GLAZING

STEEL TUBE - SEE
STRUCTURAL

4"

PRE-FINISHED
GALVANIZED SHEET
METAL SCUPPER WITH
PERFORATED SCREEN

VAPOR
RETARDER

VAPOR RETARDER

1" RIGID INSULATION

8
"

1'-0" 5"

3 5/8" 1'-9 5/8"

EPDM FLASHING
MEMBRANE

PRE-FINISHED GALVANIZED
METAL FLASHING
FASTENED @ 4" OC

2x6 FIRE TREATED WOOD
NAILERS

2" RIGID INSULATION

PRE-FINISHED GALVANIZED
METAL FLASHING
FASTENED @ 4" OC

EIFS OVER 1" RIGID
INSULATION

(2) LAYERS TYPE "X"
GYPSUM BOARD

LIGHT GAUGE METAL
STUD FRAMING

LAP SEALANT

EPDM ROOFING
MEMBRANE

RECOVERY BOARD

SLOPED RIGID
INSULATION

VAPOR
RETARDER

(2) LAYERS TYPE "X"
GYPSUM BOARD

METAL ROOF DECK -
SEE STRUCTURAL

STEEL TUBE - SEE
STRUCTURAL

(2) LAYERS TYPE "X"
GYPSUM BOARD

SUSPENDED ACOUSTICAL
CEILING SYSTEM

BACKER ROD AND
SEALANT - CONTINUOUS
BOTH SIDES

ALUMINUM STOREFRONT
SYSTEM WITH INSULATED
GLAZING

STEEL TUBE - SEE
STRUCTURAL

VAPOR RETARDER

12" INSULATED PRE-CAST PANEL

2-1/2" METAL STUDS

5/8" GYPSUM BOARD

STOREFRONT SYSTEM W/
INSULATED GLAZING

BACKER ROD AND
SEALANT - CONTINUOUS

FLUID-APPLIED
AIR/VAPOR/MOISTURE
BARRIER

DRIP
EDGE

2
'-
0
"

10" 10"

CAST IN PLACE CONCRETE
STRUCTURE - SEE STRUCTURAL

INSULATED PRE-CAST CONCRETE
BEAM

BACKER ROD AND SEALANT

FACE OF COLUMN BEYOND

GRADE AT BLDG
692' - 10 1/16"

3
"

1"

6" 6"

1
"

PRE-CAST CONCRETE CAP

STAINLESS STEEL
STRAP DOWELS

PAVEMENT - ELEVATION
VARIES - SEE CIVIL

EXPANSION JOINT
MATERIAL

INSULATED PRE-CAST
CONCRETE PANEL

10"

3" 4" 3"

BACKER ROD AND
SEALANT

ALUMINUM-FRAMED FIXED LOUVER

BACKER ROD AND SEALANT;
CONTINUOUS INTERIOR AND
EXTERIOR

TREATED WOOD BLOCKING
CAST INTO PRECAST PANEL

INSULATED PRECAST PANEL -
SEE ELEVATIONS FOR
THICKNESS

PRE-FINISHED METAL FLASHING

1
"

2
 1

/2
"

WIND CLIPS

SEALANT

FLUID APPLIED AIR/VAPOR/MOISTURE BARRIER
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DETAILS

IOWA CITY, IOWA

IOWA CITY VA HEALTH CARE SYSTEM

34 35

 3" = 1'-0"
4

ROOF EDGE DETAIL
 3" = 1'-0"

5

STOREFRONT HEAD
DETAIL @ EAST CANOPY

 3" = 1'-0"
3

WALL AND ROOF
TRANSITION @ EAST
CANOPY

 3" = 1'-0"
1

SECTION AT SCUPPER  -
EAST CANOPY

 3" = 1'-0"
2

SECTION @ ENDWALL -
EAST CANOPY

 3" = 1'-0"
6

PRE-CAST HEAD DETAIL
 1 1/2" = 1'-0"

7

SECTION @ PRE-CAST
BEAM

 1 1/2" = 1'-0"
8

DETAIL AT PRE-CAST CAP
 3" = 1'-0"

9
LOUVER SILL @ PRECAST


